METIZTO MPOZAOKQMENO PEYMA BPAXYKYKAQZIHZ
KAI ZYNOETH ANTIZTAXZH NMHrHZ
A ETKATAZTAZEIZ ME MONO®AZIKH NAPOXH
Nivakag 5

TPO®OAOZIA AIKTYOY XAMHAHZ TAZHE AINO YMOZTAOMO ME METIZTH IZXY 1000 kVA

KAAQAIO NMAPOXHZ 35 mm? Al

Cable Fault Fault Fauit Fault Fault
Length Current Power Impedance Resistance Reactance
(m) Ipn (KA) Factor Zpn (mQ) Rpn (mQ) Xpn (mQ)
0 16.0 0.58 15.2 8.8 12.3
1 151 0.63 16.1 10.2 125
2 14.2 0.68 171 11.5 12.6
3 13.4 0.71 18.1 12.9 238
4 12,6 0.74 19.2 14.2 12.9
5 11.9 0.77 20.3 15.6 13.1
6 113 0.79 21.5 16.9 13.2
7 10.7 0.81 226 18.3 13.3
8 10.2 0.82 23.8 19.6 135
9 9.7 0.84 25.0 21.0 13.6
10 9.2 0.85 26.2 223 13.8
11 8.8 0.86 27.5 23.7 13.9
12 8,5 0.87 28.7 25.0 141
13 8.1 0.88 30.0 26.4 14.2
14 7.8 0.89 31.2 27.7 14.4
15 7.5 0.90 32,5 29.1 14.5
16 7.2 0.90 33.8 30.4 14.7
17 6.9 091 35.0 31.8 14.8
18 : 6.7 0.91 36,3 331 15.0
19 6,4 0.92 37,6 ) 34.5 15.1
20 6.2 0.92 38.9 35.8 15.3

Znueiwon: Zg wepiTwon ouaTtiparog Siavoprg TN-C-S, Zpn=Ze
Ze= ESwTepIKi| avtioTaon Bpoyxou yeiwong




