
Date of Curtailment 01/02/2024

Start of Curtailment 9:45

End of Curtailment 13:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1016.1 MWh   

Total Estimated Curtailed 

Energy:
150.2 MWh

Percentage of Curtailed 

Energy
14.8%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 01/02/2024 (curtailment time: 09:45 - 13:30)

Estimated percentage 
of curtailed energy: 14.8%



Date of Curtailment 02/02/2024

Start of Curtailment 12:00

End of Curtailment 13:45

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1005.8 MWh   

Total Estimated Curtailed 

Energy:
13.7 MWh

Percentage of Curtailed 

Energy
1.4%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 02/02/2024 (curtailment time: 12:00 - 13:45)

Estimated percentage 
of curtailed energy: 1.4%



Date of Curtailment 03/02/2024

Start of Curtailment 9:30

End of Curtailment 11:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1024.5 MWh   

Total Estimated Curtailed 

Energy:
92.5 MWh

Percentage of Curtailed 

Energy
9.0%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 03/02/2024 (curtailment time: 09:30 - 11:30)

Estimated percentage 
of curtailed energy: 9.0%



Date of Curtailment 04/02/2024

Start of Curtailment 9:45

End of Curtailment 15:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1130,3 MWh   

Total Estimated Curtailed 

Energy:
193,1 MWh

Percentage of Curtailed 

Energy
17.1%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 04/02/2024 (curtailment time: 09:45 - 15:00)

Estimated percentage 
of curtailed energy: 17.1%



Date of Curtailment 05/02/2024

Start of Curtailment 9:45

End of Curtailment 16:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1282.1 MWh   

Total Estimated Curtailed 

Energy:
564.2 MWh

Percentage of Curtailed 

Energy
44.0%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 05/02/2024 (curtailment time: 09:45 - 16:00)

Estimated percentage 
of curtailed energy: 44.0%



Date of Curtailment 06/02/2024

Start of Curtailment 9:00

End of Curtailment 16:15

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1641 MWh   

Total Estimated Curtailed 

Energy:
1059.1 MWh

Percentage of Curtailed 

Energy
64.5%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 06/02/2024 (curtailment time: 09:00 - 16:15)

Estimated percentage 
of curtailed energy: 64.5%



Date of Curtailment 07/02/2024

Start of Curtailment 9:45

End of Curtailment 14:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1267.8 MWh   

Total Estimated Curtailed 

Energy:
294.6 MWh

Percentage of Curtailed 

Energy
23.2%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 07/02/2024 (curtailment time: 09:45 - 14:00)

Estimated percentage 
of curtailed energy: 23.2%



Date of Curtailment 08/02/2024

Start of Curtailment 9:30

End of Curtailment 15:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1152 MWh   

Total Estimated Curtailed 

Energy:
501.2 MWh

Percentage of Curtailed 

Energy
43.5%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 08/02/2024 (curtailment time: 09:30 - 15:00)

Estimated percentage 
of curtailed energy: 43.5%



Date of Curtailment 09/02/2024

Start of Curtailment 9:15

End of Curtailment 12:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1109 MWh   

Total Estimated Curtailed 

Energy:
324.7 MWh

Percentage of Curtailed 

Energy
29.3%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 09/02/2024 (curtailment time: 09:15 - 12:30)

Estimated percentage 
of curtailed energy: 29.3%



Date of Curtailment 10/02/2024

Start of Curtailment 9:00

End of Curtailment 15:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1371.1 MWh   

Total Estimated Curtailed 

Energy:
559.3 MWh

Percentage of Curtailed 

Energy
40.8%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system

  

  

  

  

0

50

100

150

200

250

A
C

T
IV

E
 P

O
W

E
R

 (
M

W
)

TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 10/02/2024 (curtailment time: 09:00 - 15:00)

Estimated percentage 
of curtailed energy: 40.8%



Date of Curtailment 11/02/2024

Start of Curtailment 9:00

End of Curtailment 14:15

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1231.9 MWh   

Total Estimated Curtailed 

Energy:
506.1 MWh

Percentage of Curtailed 

Energy
41.1%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 11/02/2024 (curtailment time: 09:00 - 14:15)

Estimated percentage 
of curtailed energy: 41.1%



Date of Curtailment 12/02/2024

Start of Curtailment 11:15

End of Curtailment 14:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
733.3 MWh   

Total Estimated Curtailed 

Energy:
56 MWh

Percentage of Curtailed 

Energy
7.6%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 12/02/2024 (curtailment time: 11:15 - 14:00)

Estimated percentage 
of curtailed energy: 7.6%



Date of Curtailment 14/02/2024

Start of Curtailment 10:00

End of Curtailment 14:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
949 MWh   

Total Estimated Curtailed 

Energy:
349.2 MWh

Percentage of Curtailed 

Energy
36.8%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system

  

  

  

  

0

20

40

60

80

100

120

140

160

180

200

A
C

T
IV

E
 P

O
W

E
R

 (
M

W
)

TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 14/02/2024 (curtailment time: 10:00 - 14:30)

Estimated percentage 
of curtailed energy: 36.8%



Ημερομηνία Περικοπής: 15/02/2024

Ώρα Έναρξης Περικοπής 9:45   

Ώρα Λήξης Περικοπής 10:00

Οδηγία από ΔΣΜΚ: ΝΑΙ

Λόγος Περικοπής:

Συνολική Εκτιμώμενη 

Ενέργεια της ημέρας:
692.2 MWh   

Συνολική Εκτιμώμενη 

Ενέργεια που περικόπηκε:
2.2 MWh

Ποσοστό Ενέγειας που 

περικόπηκε:
0.3%

ΔΙΑΧΕΙΡIΣΤΗΣ ΣΥΣΤΗΜAΤΟΣ ΔΙΑΝΟΜΗΣ
ΛΕΙΤΟΥΡΓΙΑ ΣΥΣΤΗΜΑΤΟΣ

Ενημερωτικό Έντυπο Ημερήσιας Περικοπής Φ/Β Παραγωγής 

Περιορισμός παραγωγής ΑΠΕ λογω χαμηλής φόρτισης ηλεκτρικού συστήματος
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ΩΡΑ (ανάλυση 15λεπτου)

Παραγωγή Συνδεδεμένων ΦΒ Συστημάτων στο ΣΤΗΔΕ [MW]

Εκτιμώμενη Παραγωγή χωρίς Περικοπή [MW]

ΦΒ Παραγωγή στο ΣΤΗΔΕ στις 15/02/2024 (ώρα περικοπής: 09:45 - 10:00)

Εκτιμώμενο ποσοστό 
ενέργειας περικοπής:

0.3%



Date of Curtailment 16/02/2024

Start of Curtailment 10:15

End of Curtailment 13:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
917.2 MWh   

Total Estimated Curtailed 

Energy:
226.5 MWh

Percentage of Curtailed 

Energy
24.7%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 16/02/2024 (curtailment time: 10:15 - 13:00)

Estimated percentage 
of curtailed energy: 24.7%



Date of Curtailment 17/02/2024

Start of Curtailment 9:00

End of Curtailment 16:15

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1484.3 MWh   

Total Estimated Curtailed 

Energy:
1014.8 MWh

Percentage of Curtailed 

Energy
68.4%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 17/02/2024 (curtailment time: 09:00 - 16:15)

Estimated percentage 
of curtailed energy: 68.4%



Ημερομηνία Περικοπής: 18/02/2024

Ώρα Έναρξης Περικοπής 8:45   

Ώρα Λήξης Περικοπής 15:00

Οδηγία από ΔΣΜΚ: ΝΑΙ

Λόγος Περικοπής:

Συνολική Εκτιμώμενη 

Ενέργεια της ημέρας:
960 MWh   

Συνολική Εκτιμώμενη 

Ενέργεια που περικόπηκε:
260.3 MWh

Ποσοστό Ενέγειας που 

περικόπηκε:
27.1%

ΔΙΑΧΕΙΡIΣΤΗΣ ΣΥΣΤΗΜAΤΟΣ ΔΙΑΝΟΜΗΣ
ΛΕΙΤΟΥΡΓΙΑ ΣΥΣΤΗΜΑΤΟΣ

Ενημερωτικό Έντυπο Ημερήσιας Περικοπής Φ/Β Παραγωγής 

Περιορισμός παραγωγής ΑΠΕ λογω χαμηλής φόρτισης ηλεκτρικού συστήματος
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ΩΡΑ (ανάλυση 15λεπτου)

Παραγωγή Συνδεδεμένων ΦΒ Συστημάτων στο ΣΤΗΔΕ [MW]

Εκτιμώμενη Παραγωγή χωρίς Περικοπή [MW]

ΦΒ Παραγωγή στο ΣΤΗΔΕ στις 18/02/2024 (ώρα περικοπής: 08:45 - 15:00)

Εκτιμώμενο ποσοστό 
ενέργειας περικοπής:

27.1%



Date of Curtailment 19/02/2024

Start of Curtailment 9:15

End of Curtailment 15:15

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1616.3 MWh   

Total Estimated Curtailed 

Energy:
694.7 MWh

Percentage of Curtailed 

Energy
43.0%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 19/02/2024 (curtailment time: 09:15 - 15:15)

Estimated percentage 
of curtailed energy: 43.0%



Date of Curtailment 20/02/2024

Start of Curtailment 9:30

End of Curtailment 13:45

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1415.4 MWh   

Total Estimated Curtailed 

Energy:
476.3 MWh

Percentage of Curtailed 

Energy
33.6%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 20/02/2024 (curtailment time: 09:30 - 13:45)

Estimated percentage 
of curtailed energy: 33.6%



Date of Curtailment 21/02/2024

Start of Curtailment 9:30

End of Curtailment 13:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1346 MWh   

Total Estimated Curtailed 

Energy:
402.4 MWh

Percentage of Curtailed 

Energy
29.9%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 21/02/2024 (curtailment time: 09:30 - 13:30)

Estimated percentage 
of curtailed energy: 29.9%



Date of Curtailment 22/02/2024

Start of Curtailment 9:15

End of Curtailment 14:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1460 MWh   

Total Estimated Curtailed 

Energy:
518.4 MWh

Percentage of Curtailed 

Energy
35.5%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 22/02/2024 (curtailment time: 09:15 - 14:30)

Estimated percentage 
of curtailed energy: 35.5%



Date of Curtailment 23/02/2024

Start of Curtailment 9:45

End of Curtailment 12:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1093.3 MWh   

Total Estimated Curtailed 

Energy:
157.5 MWh

Percentage of Curtailed 

Energy
14.4%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 23/02/2024 (curtailment time: 09:45 - 12:30)

Estimated percentage 
of curtailed energy: 14.4%



Date of Curtailment 24/02/2024

Start of Curtailment 9:00

End of Curtailment 15:45

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1811.7 MWh   

Total Estimated Curtailed 

Energy:
1321.7 MWh

Percentage of Curtailed 

Energy
73.0%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 24/02/2024 (curtailment time: 09:00 - 15:45)

Estimated percentage 
of curtailed energy: 73.0%



Date of Curtailment 25/02/2024

Start of Curtailment 8:15

End of Curtailment 16:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1734.4 MWh   

Total Estimated Curtailed 

Energy:
1294.8 MWh

Percentage of Curtailed 

Energy
74.7%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 25/02/2024 (curtailment time: 08:15 - 16:30)

Estimated percentage 
of curtailed energy: 74.7%



Date of Curtailment 26/02/2024

Start of Curtailment 10:00

End of Curtailment 15:30

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1335.8 MWh   

Total Estimated Curtailed 

Energy:
646.2 MWh

Percentage of Curtailed 

Energy
48.4%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 26/02/2024 (curtailment time: 10:00 - 15:30)

Estimated percentage 
of curtailed energy: 48.4%



Date of Curtailment 27/02/2024

Start of Curtailment 9:00

End of Curtailment 16:15

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1730 MWh   

Total Estimated Curtailed 

Energy:
1161.2 MWh

Percentage of Curtailed 

Energy
67.1%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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TIME (15min. resolution)

SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 27/02/2024 (curtailment time: 09:00 - 16:15)

Estimated percentage 
of curtailed energy: 67.1%



Date of Curtailment 28/02/2024

Start of Curtailment 8:45

End of Curtailment 16:00

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
1781.2 MWh   

Total Estimated Curtailed 

Energy:
1119.2 MWh

Percentage of Curtailed 

Energy
62.8%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 28/02/2024 (curtailment time: 08:45 - 16:00)

Estimated percentage 
of curtailed energy: 62.8%



Date of Curtailment 29/02/2024

Start of Curtailment 9:00

End of Curtailment 15:45

Instruction from TSOC YES

Reason of Curtailment

Total Estimated Energy of 

the day:
2048.4 MWh   

Total Estimated Curtailed 

Energy:
1012.6 MWh

Percentage of Curtailed 

Energy
49.4%

DISTRIBUTION SYSTEM OPERATOR
SYSTEM OPERATION

Daily Curtailment Report of PV Generation

RES-E Generation Restriction due to low loading of the electrical system
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SCADA Connected PVs Generation [MW]

Estimated Generation without Curtailment [MW]

Scada PVs Generation on 29/02/2024 (curtailment time: 09:00 - 15:45)

Estimated percentage 
of curtailed energy: 49.4%


